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PA--- PERFORATED PE ----- PERFORATED GAS m- SOUD WALL AIR INLET BE- SOUD WALL GAS 

AIR INLET PIPE EXTRACTION PIPE 2' PIPE 2' DIA. EXTRACTION PIPE 2" 
2' DIA. SCH40 DIA SCH40 PVC SCH40 PVC 
PVC 

- . . - . . - GAS MONITORING SUBSURFACE GAS 
MONITORING POINT 

LIMITS OF GEOMEMBRANE 
PIPE 1/2" DIA GAS BARRIER 
SCH80 PVC 

4. UIUTIES WHICH PENETRATE THE BUILDING SLAB SHOULD BE 
CONSTRUCTED AS SHOWN ON 
FIGURE 2C. 

DIA. SCH40 PVC 

5. A SUBSURFACE TRENCH CUT OFF SHOULD BE CONSTRUCTED FOR BUILDING 9 FIGURE NO. 3E 
UTlUTIES ENTERING THE ENCLOSED PORTIONS OF THE BUILDING 20 1 0  0 20 4 0  GAS MONITORING SYSTEM LAYOUT PLAN 
(I.E. AREAS WITH GEOMEMBRANE GAS BARRIER) AS SHOWN ON BRITANNIA EAST GRAND-PHASE II PROJECT NO. SC0347 
FIGURE 28. SCALE IN FEET SOUTH SAN FRANCISCO, CALIFORNIA DATE: DECEMBER 2005 



MONITORING - COMMENCE
UPON COMPLETION OF
FRAMING AND BUILDING
SHELL

CHECK MONITORING
EQUIPMENT
FOR ACCURACY

MONITOR WEEKLY FOR
FIRST MONTH

PS B +  BLDG 9

>100% LEL_

<100% LEL
MONITOR MONTHLY
FOR FIRST QUARTER

PS B +  BLDG 2,7,8,9

MONITOR QUARTERLY
FOR FIRST YEAR

PS B +  BLDG 2,7,8,9

>25% LEL_

<25% LEL

>5% LEL_

<5% LEL

CONTINUE
QUARTERLY
MONITORING*

MONITOR
YEARLY*

UPGRADE TO BLOWERYES

NO

CA. REGISTERED
PROFFESIONAL
ENGINEER MAY
CEASE MONITORING*
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